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NOTES: 

1- UETER BOX COLLAR SHALL NOT BE 
DOWELED INTO SIDEWALK. 

2- IN DRIVEWAYS, USE CONCRETE 
BOX WITH CAST IRON LID. 
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.J -1-1/2" MAX, FROU INSIDE SURFACE Of'" BOX. 
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BACK Of" SOEWAlK L 

PLACE METER BOX A MIN. 
OF 8" BEHIND SIDEWALK 

BACK OF SIDEWAlK ---' 

PLAN VIE VI 

SET METER 9" BELOW 
TOP OF BOX 

SECTION 

CITY OF ST. GEORGE ENGINEERING DEPARTMENT 

WATER METER BOX 
DETAILS 

'\__COMPACT WITH ROADBASE 
95% MAX, DENSITY 

f4 REBAR WITHIN 
1-1/2" OF SlOE 
OF BOX. 
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